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discontinuous horizontal 45mm x
20mm ventilated EPS battens on
15° slope and not longer than
100mm as required for fixing

breather type building wrap over
pressed metal flashing with a 15°
slope as supplied and installed by
others

CAVITECLAD proprietary PVC
base bead

cavity insulation minimum R = 0.9

breather type building wrap as
installed by the builder

mesh reinforcing and selected
plaster finish

minimum
5mm gap

note:  this detail is required at the second
storey joist level. refer to NZBC E2/AS1,
clause 9.1.9.4B

Note: this drawing does not apply to dwellings which
are created with the equivalent of two storeye plus a
gable end (i.e. a drained joint is not required between
the 2nd storey and the gable if both are clad with
Caviteclad).

50mm EPS or 75mm Neopor®
EPS

50mm EPS or 75mm Neopor®
EPS

CAVITECLAD
Wall: Inter-Storey Flashing
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